Fire Sprinkler Requirements

Master Models
-Fire Sprinkler Plans must be approved by SACFD at the Master Model level before any individual homes can be submitted for review
-Please see SACFD One- and Two-Family Dwellings Residential Sprinkler Checklist which can also be found under the Forms and Publications Library for the Submittal Specifications

Individual Lot Requirements
-Sprinklers are required if the Fire Separation Distance is less than 8ft as defined by the Commerce City Amended Codes. The measurement is taken from the finished surface along any side to include any projections.
-Both 13D (stand-alone) & P2904 (multi-purpose) Systems are allowed
[bookmark: _GoBack]	- Passive-purge only 
-A Double-Check Backflow is required on all Systems
	-The criteria for this will be coming soon from SACWSD
	-The backflow must be installed inside the home
-1 inch lines are required from the Meter pit to the home for existing infrastructure. All new infrastructure will be required to be 1 inch lines

